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Temperature and Relative Humidity for the week commencing 22 Aug 2011

External T
Lounge T
Master bed T
Rear bed T
External RH
Lounge RH
Master bed RH
Rear bed RH

consistent, ideal indoor temperatures

acceptable indoor humidity

very high outdoor humidity (torrential rains)

indoor temps unaffected by outdoor peaks

-60

-40

-20

0

20

40

60

80

100

0

5

10

15

20

25

30

35

40

45

50

55

60

12/09/2011 13/09/2011 14/09/2011 15/09/2011 16/09/2011 17/09/2011 18/09/2011 19/09/2011

R
el

at
iv

e 
H

um
id

ity
, %

Te
m

pe
ra

tu
re

, °
C

 

Temperature and Relative Humidity for the week commencing 12 Sep 2011

External T
Lounge T
Master bed T
Rear bed T
External RH
Lounge RH
Master bed RH
Rear bed RH

optimum indoor humidity

consistent, ideal indoor temperatures

indoor temps unaffected 
by outdoor peaks


